Introduction
Problems of solidification or freezing of liquids inside cold channels have been encountered in numerous engineering applications. B~ause the freezing shut of systems may lead to a destruction of the equipment (for example. freezing shut of a water pipe in winter or freezing of molten sodium in a nuclear reactor), it is advisable to prevent blockage. If solidification on the cooled walls cannot be suppressed. steady-state conditions must be sought.
Many theoretical and experimental studies have been performed for fluid flow with solidification in circular tubes. An early investigation was reported by Zerkle and Sunderland (1968) for the steady-state freezing of laminar flow inside a horizontal tube. Under the assumption of a parabolic axial velocity distribution throughout the full axial length of the lube and with an appropriate coordinate transform, they were able to reduce the pro~lem to the classical Graetz problem without solidification. Ozi~ik and Mulligan (1969) used a slug flow approximation for the liquid core to analyze transient freezing in an isothermal circular tube. They applied integral transforms to obtain the transient development of the ice layer inside the tube. Bilenas and Jiji (l970) solved the boundary layer equations applying a finile-<iifference scheme. but they used a wide-meshed grid for their calculalions. Chida (1983) calculated numerically Ihe steady·state ice layer thickness. un· der consideration of axial conduction. Bilenas and Jiji (1970) and Chida (1983) assumed a fully developed parabolic axial velocity distribution at the entrance of the cooled section.
Despite its relevance to any important technological and physical problems. the freezing of liquid nows through a cooled two-dimensional channel has not been studied as intensively as the freezing in a cooled circular pipe. An early investigation of this problem was reported by Lee and Zerkle (1969) . They assumed the axial velocity to be parabolic throughout the whole chill region. which was in analogy to Zerkle and Sunderland (1968) . With the approximated velocity profile and with an appropriate coordinate transform. the energy equation could be reduced to a Graetz problem. and the steady-state ice layer was calculated . An experimental investigation of the effect of freezing a liquid in case of laminar flow between two cooled plates has been performed only by Kikuchi et al. (1986) used water as the working fluid. Both plates were maintained at the same temperature. which was below the freezing temperature of the water and varied from -rc to -7·C. A numerical ca1culation of the steady-state ice layers for an arbitrary velocity profile at the entrance of the chill region was given by Weigand and Beer (1991) , who solved the boundary layer equations with the help of a finite-difference method. For the case of a fully developed parabolic velocity distribution at the entrance of the cooled channel. the results of Weigand and Beer (1991) were compared with the experimental findings of Kikuchi et a1. (1986) and a generally good agreement was found. Bennon and incropera (1988) studied numerically the influence of free convection effects on the axial distribution of the steady-state solid-liquid interface by solving the con· servation equations for laminar flow without simplified assumptions. The transient development of the solidified crust in a planar channel has been studied only by Weigand and Beer (1992) . They obtained an approximate analytical solution for the distribution of the ice layer thickness under the as· sumption that the axial variation in solid layer thickness could be negJected. Their analysis is based on the boundary layer equations.
The subject of this paper is the presentation of an approximate solution of the boundary layer equations with the help of a regular penurbation method. Under the assumption that the axia1 variation in solid layer thickness is small. closed-form solutions for the velocity and temperature distributions in the fluid for an arbitrarily shaped channel could be developed. The given method is quite flexible and can be used to calculate the velocity and temperalUre distributions in a channel with an arbitrary cross section. if the axial variation in the free channel height is comparatively small. Finally. it can be shown that the solutions of Zerkle and Sunderland (1969) and Wei· gand and Beer (1992) can be obtained as the zero-order solution of the regular penurbalion expansion, presented here.
Moreover, it should be pointed out that the present paper deals solely with smooth ice layers in laminar liquid now. This means lhat lhe ice layers are assumed to increase monotonously in thickness with increasing values of the axial coordinate.
Analysis
Basic Equations and Assumptions. Figure I shows the geometric configuration and the coordinate system for a planar symmetric channel. The nuid enlers the chilled region at x = O with a fully developed laminar velocity profile and with a 
By deriving Eqs. (1)- (4), the usual boundary-layer assumptions were made, which are a common treatment of the conservation equations for channel flows (Cebeci and Chang, 1978) . The assumption of quasi~steady conditions, which was incorporated into Eqs. (1)- (5), is justified for water now because of Nomenclature the small value of the Stefan number, which is about Ste""O.1 (Cervantes et aI., 1990) . The conservation of mass in integral form is given by , l=t Udj
where the mass that gets lost by freezing at the channel walls was neglected as the change in the density between fluid and solid is very small for water and quasi-steady conditions are assumed. As a consequence of these assumptions, the resulting velocity at the freezing front in Eq. (6) is taken to be zero. In addition to Eqs.
(1)- (7) with the following dimensionless quantities:
where B denotes a dimensionless freezing parameter.
Velocity and Temperature Distribution in the Liquid Phase. The velocity and the temperature distribution in the liquid can be calculated from Eqs. 
p, = Prandtl number
heat of fusion ; = distance from centerline to to the resulting equations. the following set of partial dirrerential equations can be derived :
The boundary conditions. according to Eq. (6). arc given by
Without loss of generality. the streamfunction was assumed to be zero for 17 = 1. The evaluation of the conservation of mass in integral form leads to V. "" -1 for '1=0. In Eq. (17) the inlet boundary condition for ii was replaced by a condition for the stream function at E = 0. The coordinate transform, according to Eq. (13), is very useful in order to solve the conservation equations. because the duct with variable distance between the wall and the centerline is transformed into a duct with constant height. Equation (IS) states that the pressure is not a function of the coordinate 1/. Therefore. one obtains the following partial differential equation for'" by differentiating Eq. (14) with respect to 1/ a~ a'~ a~ a'~ a'~ 2 a3 a~ a'~ all a~all2-a~ all l -all· +~ a~ all a.,l (18) The last term on the right-hand side of Eq. (18) is of the order (1 10) (a!lan. This term represents the effect of acceleration due to the converging ice layers. For moderate values of the cooling parameter B this term is relatively small. Therefore. this quantity will be treated as a perturbation parameter. Let us assume an expansion for the streamfunction '" and also for the temperature distribution 6 of the form la3 (Ia~' (20) whereby the perturbation quantity is a function of ~ for a rued value of time. Inserting the expansions. according to Eqs. (19) and (20) . into the conservation Eqs. (16). (IS) and into the boundary conditions (17) . results in the following set ofpartiai differential equations:
Zero-Order Equations (-1). -------71---+ --all aE" ae aJl -Pr all a" ae a" aE"
with the homogeneous boundary conditions ,=0, ~, =O, 6,=0
JI=O: "'. = 0,
It should be noted that only the zero-order and first-order problem are given here. This is done in view of the fact that only these two problems will be solved subsequently. The extrapolation to higher-order problems is straightforward. 
Equation (27) states the fact that the axial velocity profile is parabolic through the whole chill region. After inserting the expression for the streamfu nction "' 0 into the energy Eq. (22), the following Graetz problem will be obtained:
. 
The eigenvalUes ~ and the constants All are given for example by Shah and London (1978) . It is interesting to note that the zero-order solution for the velocity and temperature distributions in the fluid represents those given by Lee and Zerkle (1969) for steady-state conditions. Hence, it can be concluded that Lee and Zerkle (1969) ignored in their analysis the effect of acceleration due to converging ice layers on the velocity and temperature distributio ns in the nuid and calculated the thermal development of a hydrodynamically fully developed now in the transformed (t. JI) plane.
Inserting the expression for the streamfunction "'0, Eq. (27), into Eq. (24), results in the foll owing linear partial differential equation for "'.: 3 2 a l 1J-1 a"'l a·",.
2
:z(I-')a,a,,+3T<=a,.-9,(I-,)
with the boundary conditions given by Eq. (26) . Equation (31) can be solved with the aid of the Laplace transform
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with the following abbreviations: 
and the constants Journal of Heat Transfer 0, 061::
.,~ with the boundary conditions (26). was solved numerically with a finite-difference method. The applied implicit finite·dirrer· enee scheme was the Keller-box method (Cebeci and Bradshaw, 1984) . This method has several very desirable features that make it appropriate for the solution of parabolic panial differential equations. One of them is that it allows nonuniform E and" spacings by second·order accuracy. Because the box scheme is a common method for solving parabolic dirrerential equations, only a brief outline is provided here. First of all. the parabolic differential equation of order n is reduced to a system of n first-order equations. These equations were ap· pro"imated by difference equations, using central differences at each nodal point. The ensuing algebraic equations, which show a block tridiagonal structure, can be solved easily. The numerical calculations concerning Eq. (31) were performed with the help of a uniform grid in the E and" directions.
NumericaJ runs showed that approximately 50 points in the II direction and approximately 400 points in the axial direction (0 :s E:s 1.6) guaranteed sufficient accuracy. Figure 2 shows the perturbation velocity u. Insercing the expressions ror the streamfunctions "'0 and 'lfl.
given by Eqs. (27) and (40) 
Equation (43) (44) with the abbreviations
,-, a.,f-, 2 , ( 2! ,) +a;f:i3Pr~A,.F~(,,)exp -3Pr>-'" (45) The resulting boundary condition for Bm{O was obtained from Eq. (42) (46) Equation (44) can be solved analytically. After some routine but rather longish algebra the following expression for Bm (t) was obtained: (47) In Eq. (47) , The Temperature Distribution in the Solid Region. With the boundary conditions (9), the temperature distribution in the solid phase is easily calculated from Eq. (8). The temperature distribution adopts the following form:
The temperature gradient at the solid-liquid interface is given in dimensionless form by (SO) The Solid-Liquid Interface. Afler solving Eqs. (21)- (26). the temperature gradient in the fluid at the solid-liquid interface is known. Therefore, the development of the ice layer thickness can be calculated from Eq. (to) at every axial position. Introducing Eq. (SO) into Eq. (to) results in (!D, =.~ ,-~. : : 1._ , (51) in which terms or the order (a26Ia~2) were neglected.
The temperature gradient in the fluid at the solid-liquid interface, which appears in Eq. (51) . is given by ao I ao, I ' a. ao, I
(52) al)' ~ .. . =a;; , _I+"Ea c al}' ,. ,+ ".
with the known functions aOolal}' I, .. 1 and a01laljl, .. h which can be calculated from Eqs. (30) and (43) by differentiating the expressions with respect to l}' and evaluating the resulting functions at 1]= 1. It should be noted here that aOola01]I,,,, By ignoring terms of the order (aAI8i) in Eqs. (51) and (52), Weigand and Beer (1992.) were able to derive a simple approximative solution for the transient development of the frozen layer. They obtained the free channel height! as an implicit function of VReJ/Pr for a jiven value of the freezing parameter B. The distribution of 0 for the steady-state solution and for a parabolic entrance velocity profile was identica1to the solution given by L«: and Zerkle (1969) . Taking terms into account of the order (o!/8j) in Eqs. (51) and (52). Eq. (51) must be integrated numerically. This was done by using tbe Runge-Kutta method. Approximately 200 grid points in the axial direction were used for the calculation of the development of the frozen crust at the cooled channel walls (Os;x::s20). The calculations were performed with a time step tlT of approximately 10-·. It must be pointed out that the calculation of ~ at each time step involves an iteration. because the perturbation quantity (l/!}(04VOO for the temperature gradient at the solid-liquid interface appears in Eq. (52) and. therefore. Eqs. (51) to (52) ,----------------------- Reo. : 700 uro-order solution of Weigand and Betr (1992) . This makes superfluous the iteration for 6 at a rlXed value of time. The resulting error is negligible (the ice layers obtained with the two methods coincide Results and Discussion (53) Steady-State Fr«zing Fronts. The validity of the given perturbation analysis will be checked for the steady-state solution. This yields an upper limit of error, as (1 /6)(03/ 00 will teach its maximum for steady-state conditions. In Figs (6) with a finite-differencescheme (Weigand and Beer, 199J) . It can be seen that the perturbation solution is in good agreement with the numerical calculations. also for high values of the cooling parameter B, as it is shown in Fig. 4 for B=9.8. Figure 5 elucidates the effect of increasing Reynolds number on the axial distribution of6 for B=4.2and Pr= 12. compared with experimental data of Kikuchi et aI. (I986) . It is obvious that the ice layer thickness decreases with an increasing Reynolds number. This is due to the increasing heat flux from the liquid to the solid-liquid interface for growing values of Re"". The calculated results agree well with measurements of Kikuchi et al. (1986) . It can also be observed that the deviation between the numerically calculated ice layers and the perturbation so· lution increases with growing Reynolds number. because the perturbation Quantity is proponional to Re.,... Therefore, the perturbation solution will approximate the numerical solution closer for smaller values of (I / 6)(iJ3/00 .
In case of the experimental results for Re...,.=2300. plotted in Fig. 5 , the now was Slill laminar. This is because of the acceleration of the flow due to converging ice layers. which tends to stabilize the laminar boundary layer and shifts the transitional Reynolds number to higher values.
The accuracy of the given perturbation analysis can be checked more precisely by comparing the axial velocity distribution given by Eqs. (27) and (40) .It ' --perturbation method "' " Transactions of the ASME This means that for small values of T the growth of the frozen layer at the channel walls is dominated by heat conduction in the thin ice layer.
Because there exists no numerical solution concerning the Quasi-steady development of the ice layer in a planar channel, the given results can only be compared with the approximate solution of Weigand and Beer (1992) . Figure 10 shows the distribution of the absolute deviation between the perturbation solution and the approximation during the transient development of the ice layer shown in Fig. 8 . It is evident that the maximum deviation is obtained for steady-state conditions. because the solution of Weigand and Beer (1992) coincides with the approximation of Lee and Zerkle (1969) for the stationary case. Moreover it can be seen that the deviation between the two solutions is maximum for small values of x/h. This can be easily understood if one recognizes that the quantity 8'O/8i reaches its maximum for low values of the axial coordinate. Because the effect of this term on the distribution of the ice layer thickness was ignored in the analysis of Lee and Zerkle (1969) and Weigand and Beer (1992) , the maximu".:! deviation must be in this region. However. the deviation 6.0 between the two solutions is smaller than 0.05. Therefore. it can be stated that the solution given by Weigand and Beer (1992) approximates the time-dependent development of the freezing fronts in a cooled parallel plate channel relatively well.
Conclusions
A quite flexible method has been developed for calculaling the velocity and temperature distributions in a planar channel with arbitrarily shaped walls under the assumptions that the perturbation quantity (I/6}(8'O/a~) is sufficiently smail, The applicability of the method was provided by calculating the transient development of the ice layers in a parallel plate channel for Quasi-steady conditions. By comparing the obtained steady-state solutions with the numerical calculations of Weigand and Beer (1991) and the experiments of Kikuchi et al. (1986) , it was demonstrated that the perturbation solution yields sufficient accuracy for a wide range of Reynolds numbers and cooling parameters B, It could be shown that the transformed Navier-Stokes equa-
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tions and the energy equation, for the quasi-steady conditions and written in ~, 11 coordinates, contain on!>' powers and derivatives of (l/6)(a'O/uC), but not explicitly 6 ft • Therefore, application of this method to the complete conservation equadons for quasi-steady conditions is straightforward.
